
 

 
 

 

 

 
 

 
 

 

      
                              

  
 

 
 

  

 
 

 
 

       
  

 
 

   
   
   
   

  

Environmental Laboratories, Inc. 

Analysis Report FOR: Attn: Mr. Troy Gasparini 
Lumar Plumbing & Heating 

December 22, 2021 502 North Main Street 
Brewster, NY 10509 

Sample Information Custody Information Date Time 
Matrix: DRINKING WATER Collected by: 12/09/21 10:30 
Location Code: LUMARPLM Received by: SW 12/09/21 16:09 
Rush Request: Standard Analyzed by: see "By" below 
P.O.#: SDG ID: GCJ94468 Laboratory Data 

Phoenix ID: CJ94468 
Project ID: BREWSTER SCHOOLS 
Client ID: ENTRY POINT 

RL/ 
Parameter Result PQL DIL Units AL MCL  MCLG Date/Time By Reference 

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045 
Tel. (860) 645-1102 Fax (860) 645-0823 

CPFAS (18) Completed 12/17/21 *** EPA 537.1 

PFAS (18) 
11Cl-PF3OUdS ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

9Cl-PF3ONS ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

ADONA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

HFPO-DA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

NEtFOSAA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

NMeFOSAA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorobutanesulfonic Acid (PFBS) 2.29 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorodecanoic Acid (PFDA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorododecanoic Acid (PFDoA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluoroheptanoic Acid (PFHpA) 1.80 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorohexanesulfonic Acid (PFHxS) 4.67 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorohexanoic Acid (PFHxA) 3.38 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorononanoic Acid (PFNA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorooctanesulfonic Acid (PFOS) 7.70 1.67 1 ng/L 10 12/20/21 *** EPA 537.1 C 

Perfluorooctanoic Acid (PFOA) 10.2 1.67 1 ng/L 10 12/20/21 *** EPA 537.1 C 

*** Perfluorooctanoic Acid (PFOA) exceeds MCL levels of 10 *** 
Perfluorotetradecanoic Acid (PFTA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorotridecanoic Acid (PFTrDA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluoroundecanoic Acid (PFUnA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

QA/QC Surrogates 
% 13C-PFDA 97.8 1 % NA NA NA 12/20/21 *** 70 - 130 % C 

% 13C-PFHxA 90.2 1 % NA NA NA 12/20/21 *** 70 - 130 % C 

% d5-NEtFOSA 110 1 % NA NA NA 12/20/21 *** 70 - 130 % C 

% M3HFPO-DA 86.9 1 % NA NA NA 12/20/21 *** 70 - 130 % C 
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Environmental Laboratories, Inc. 

Analysis Report FOR: Attn: Mr. Troy Gasparini 
Lumar Plumbing & Heating 

December 22, 2021 502 North Main Street 
Brewster, NY 10509 

Sample Information Custody Information Date Time 
Matrix: DRINKING WATER Collected by: 12/09/21 10:30 
Location Code: LUMARPLM Received by: SW 12/09/21 16:09 
Rush Request: Standard Analyzed by: see "By" below 
P.O.#: Laboratory Data SDG ID: GCJ94468 

Phoenix ID: CJ94469 
Project ID: BREWSTER SCHOOLS 
Client ID: ENTRY POINT-FIELD BLANK 

RL/ 
Parameter Result PQL DIL Units AL MCL  MCLG Date/Time By Reference 

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045 
Tel. (860) 645-1102 Fax (860) 645-0823 

CPFAS (18) Completed 12/17/21 *** EPA 537.1 

PFAS (18) 
11Cl-PF3OUdS ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

9Cl-PF3ONS ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

ADONA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

HFPO-DA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

NEtFOSAA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

NMeFOSAA ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorobutanesulfonic Acid (PFBS) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorodecanoic Acid (PFDA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorododecanoic Acid (PFDoA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluoroheptanoic Acid (PFHpA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorohexanesulfonic Acid (PFHxS) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorohexanoic Acid (PFHxA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorononanoic Acid (PFNA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorooctanesulfonic Acid (PFOS) ND 1.67 1 ng/L 10 12/20/21 *** EPA 537.1 C 

Perfluorooctanoic Acid (PFOA) ND 1.67 1 ng/L 10 12/20/21 *** EPA 537.1 C 

Perfluorotetradecanoic Acid (PFTA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluorotridecanoic Acid (PFTrDA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

Perfluoroundecanoic Acid (PFUnA) ND 1.67 1 ng/L 12/20/21 *** EPA 537.1 C 

QA/QC Surrogates 
% 13C-PFDA 108 1 % NA NA NA 12/20/21 *** 70 - 130 % C 

% 13C-PFHxA 95.0 1 % NA NA NA 12/20/21 *** 70 - 130 % C 

% d5-NEtFOSA 99.7 1 % NA NA NA 12/20/21 *** 70 - 130 % C 

% M3HFPO-DA 90.4 1 % NA NA NA 12/20/21 *** 70 - 130 % C 
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